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PermissionI Renewalof Permission
No. 03/0736/BEE/S&L/DT/URJ/16
Bureauof EnergyEfficiency
NewDelhi,Dated- .OG!~!~I('

To,

MR PRATAP PRABHAKAR VARAVADEKAR [Vice President Marketing]
Urja Techniques India Pvt Ltd
B 17 SHRIRAM INDUSTRIAL ESTATE
G.D Ambekar road,Wadala, Mumbai MUMBAI-400031 Maharashtra
Mb:· 9820081474 Fax not- 022- 40670500

1. Pursuantto the provisionsof regulation7 of the Bureauof EnergyEfficiency(Particularsand Mannerof their displayon
Labelsof DistributionTransformer)Regulations,2009, the BUREAUherebypermitsyou to affix Labelas per details of
approvalsset out in the Annexure.

2. This permissionis subject to-
(a) The star level displayedon the label of the DistributionTransformershall conformto energyconsumption

standardsfor DistributionTransformernotifiedunderclause (a) of section 14of the Act;

(b) The label shall be affixedonly on suchmodel of DistributionTransformerfor which permissionhas been
granted;

(c) The label shall be printedand affixedon the DistributionTransformerat the cost of the permittee;

(d) The permitteeshall ensurethat the star level displayedon the label of DistributionTransformershall be
maintainedat all time;

(e) The permitteeshall pay the label fee of rupees 100per label;

(f) The permitteeshall furnish to the Bureaua statementcontainingdetailsof productionof labelledequipmentand
the accrued labellingfee due for each quarterwithin the followingmonthof the close of each quarterof the
financial year. The samedetails shall be furnishedto the Bureaualso throughautomatedsystem.

(g) The permitteeshall makeavailablesuchother details of DistributionTransformeras andwhen sought by the
Bureaufor which the permissionhas beengranted.

3. This permissionshall be valid from 23 May 2016 to 22 May 2019 and maybe renewedas prescribed.You shall not
withdrawthe DistributionTransformerfrom the marketduring the validity periodof permissionexceptwith the prior
approvalof the Bureau.

4. The uniquelabel series code for the equipment is BEE/URJ/03/0736/16 and shouldappear on the label as per the
approveddesign.

5. Where the star level planon reviewis modifiedby the Bureauand the star level of the DistributionTransformerstand
modified,You shall seek the permissiona fresh.

6. Signed,Sealedanddated this- OG.l~.6k016.
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Annexure

[See para 1 of Form II]

Details of Approvals

1. Details of the Equipment

Equipment 1 Type Distribution Transformer 1 Oil natural and air natural
Make IManufacturerl Importer URJA 1 Manufacturer

Model namel Number URJA-100-3/2016
Transformer Capacity KVA 100 KVA
Voltage Upto 11 KV
Year of manufacturing 2016

Total losses at 50% loading - Watts 520

Total losses at 100% loading - Watts 1800

Measured Values RatedValues

Total Loss at Total Loss at No Load Load Loss(ln Tatal Loss at Total Los. at RecommendApplication Capacity
SINo Model No. 50%Loading 100% Loss (In Watts) 50%Loading 100% ad

10 Ratlng(KVA)
(in Watts) Loading (in Watts) (In Watts) Loading (In Star Label

Watts) Watts)

URJA- 3
1 58928 100- 100 492 1344 209 1135 520 1800

3/2016

2. Label Details

Equipment Distribution Transformer

Type Oil natural and air natural

Make IManufacturerl Importer URJA 1Manufacturer

Model namel Number URJA-100-3/2016

Transformer Capacity KVA 100 KVA

Voltage Upto 11 KV

Year of manufacturing 2016

Star level 3

Total losses at 50% loading - Watts 520

Total losses at 100% loading - Watts 1800
_.-....

Unique label series code BEE/URJ/03/0736/16 "s>'~llQbi:,H [lOrjDI
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3. Approved Specimen of printed label to be affixed on the Distribution Transformer

Equipment : Dlatrlbutlon Tranafonner
Type : 011Filled naturally cooled
Make : URJA
Modell Ye.r: URJA-100003i2016

The unique label series code provided in the letter has to be mentioned in the label affixed on the
Distribution Transformer.

4. The label design, size, colour scheme, material to be used for the label and the content of the label and
colour scheme of the Bureaus' logo shall be as specified in the schedule to the Bureau of Energy Efficiency
(Particulars and Manner of their Display on Labels of Distribution Transformer) Regulations, 2009.
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